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HAZEN NO.:

DATE:

DRAWING

NUMBER:

J. PETERY

J. JORDAN

G1

INDEX, GENERAL NOTES,

SYMBOLS, AND ABBREVIATIONS

G. ROGERS

1. THE PERCY D. MILLER WTP IS LOCATED AT 32 PENCE LAND ROAD, MIDDLETOWN, VA,

22645. ACCESS TO THE RWPS IS APPROXIMATE 8/10 OF A MILE SOUTHEAST OF THE WTP

ENTERANCE ALONG GAF1A LODGE ROAD. ACCESS IS RESTRICTED AND SHALL BE

COORDINATED WITH THE OWNER. SEE SPECIFICATION SECTION 01550 SITE ACCESS AND

STORAGE.

2. ALL EXISTING INFORMATION SHOWN ON THESE DRAWINGS INCLUDING LOCATION,

DIMENSIONS, ELEVATIONS, AND CONFIGURATIONS IS DERIVED FROM THE PERCY D.

MILLER WTP UPGRADE-DATED MAY 2009, MALCOLM PIRNIE, INC. CONTRACT DRAWINGS

AND IS NOT GUARANTEED TO BE COMPLETE OR CORRECT.

3. ALL ELEVATIONS ARE BASED ON N6VD 29 BENCH MARKS. A 1% ANNUAL CHANCE FLOOD

ELEVATION OF 500.00 WAS ESTABLISHED BASED ON THE LATEST FEMA MAPPING.

4. PUMP STATION WITH STANDBY POWER SUPPLY SHALL REMAIN IN SERVICE AT ALL TIMES.

SEE REQUIREMENTS OF SECTION 01520 MAINTENANCE OF UTILITY OPERATIONS DURING

CONSTRUCTION.

5. CONTRACTOR SHALL VERIFY FIELD CONDITIONS BEFORE COMMENCEMENT OF ANY

DEMOLITION OR CONSTRUCTION ACTIVITIES. CONTRACTOR SHALL VERIFY EXISTING

ELEVATIONS AND DIMENSIONS WHERE NEW WORK WILL MATCH EXISTING.

DISCREPANCIES SHALL BE BROUGHT TO THE ATTENTION OF THE ENGINEER FOR

RESOLUTION PRIOR TO THE COMMENCEMENT OF WORK.

6. CITY HAS PAID FOR AND OBTAINED A BUILDING PERMIT FROM WARREN COUNTY.

CONTRACTOR SHALL OBTAIN ALL OTHER NECESSARY PERMITS FROM THE APPROPRIATE

AUTHORITIES, DEPARTMENTS, AND/OR AGENCIES HAVING JURISDICTION PRIOR TO

COMMENCING WORK.

7. CONTRACTOR SHALL TAKE CARE TO AVOID DAMAGE TO EXISTING PAVEMENT, TREES,

VEGETATION, STRUCTURES, AND UTILITIES THAT ARE NOT INDICATED TO BE

DEMOLISHED OR REMOVED. ANY DAMAGE TO EXISTING PAVEMENT, TREES, VEGETATION,

STRUCTURES, AND UTILITIES NOT INDICATED TO BE DEMOLISHED OR REMOVED SHALL

BE REPAIRED AT THE CONTRACTOR'S EXPENSE.

8. UTILITIES HAVE BEEN PLOTTED FROM AVAILABLE SURVEY INFORMATION. IT IS THE

CONTRACTOR'S RESPONSIBILITY TO VERIFY THEIR EXACT LOCATION AND TO AVOID

DAMAGE TO THEM. THE CONTRACTOR SHALL CONTACT VIRGINIA 811 AT PHONE NUMBER

811 OR 1-800-552-7001 TO REQUEST UNDERGROUND UTILITY LOCATION MARK-OUT AT

LEAST THREE (3) WORKING DAYS BUT NO MORE THAN TEN (10) WORKING DAYS PRIOR

TO BEGINNING EXCAVATION, INCLUDING SOIL DRILLING. THE CONTRACTOR SHALL ALSO

CONTACT AND REQUEST UTILITY LOCATION MARK-OUT FROM BURIED UTILITY OWNERS

WITH UTILITIES ON THE PROJECT SITE THAT ARE NOT PARTICIPANTS OF VIRGINIA 811.

9. WHERE PROPOSED WORK IS IN THE VICINITY OF UTILITY POLES, SUCH THAT SUPPORT

OF THE POLE(S) WILL BE REQUIRED, THE CONTRACTOR SHALL BE RESPONSIBLE FOR

NOTIFYING THE UTILITY OF THE WORK. IT WILL BE THE RESPONSIBILITY OF THE

CONTRACTOR TO COORDINATE WITH THE UTILITY FOR SUPPORT OF THE POLE.

10. WHERE OVERHEAD POWER LINES ARE PRESENT, CONTRACTOR MUST CONTACT THE

UTILITY PRIOR TO CONSTRUCTION ACTIVITIES TO DETERMINE THE MINIMUM REQUIRED

EQUIPMENT CLEARANCE (MEC) DISTANCE BASED UPON LINE STRENGTH.

11. THE CONTRACTOR SHALL REMOVE AND DISPOSE OF ALL DEBRIS GENERATED DURING

THE PROJECT OFF SITE AT A PROPERLY PERMITTED DISPOSAL FACILITY.

12. GROUNDWATER FROM ALL DE-WATERING OPERATIONS SHALL BE DISCHARGED TO AN

ENVIRONMENTALLY ACCEPTABLE LOCATION IN ACCORDANCE WITH THE CONTRACT

DOCUMENTS, OR AS DIRECTED BY THE ENGINEER.

SEQUENCE OF CONSTRUCTION

1. PROVIDE TEMPORARY FUEL  STORAGE (2000 GAL MIN) AND SUPPLY FOR EXISTING/NEW

GENERATOR.

2. DRAIN AND DEMOLISH EXISTING FUEL TANK. BACKFILL AS SHOWN.

3. CONSTRUCT NEW GENERATOR PAD AS SHOWN.

4. INSTALL NEW GENERATOR WITH TEMPORARY FUEL SUPPLY AND WIRING TO SERVE PUMP

STATION.

5. DEMOLISH EXISTING GENERATOR, PAD, CONDUIT AND CABLE AS SHOWN.

6. CONSTRUCT NEW FUEL TANK PAD, FUEL TANK AND ACCESSORIES, AND PERMANENT

CONDUIT AND CABLE AS SHOWN.

7. PERFORM ALL TESTING AND STARTUP PROCEDURES.

8. REMOVE ALL TEMPORARY FACILITIES.

GENERAL NOTES
INDEX OF DRAWINGS

GENERAL

- COVER

G1

INDEX, GENERAL NOTES, SYMBOLS, AND ABBREVIATIONS

CIVIL

C1 EXISTING CONDITIONS AND DEMOLITION

C2 SITE PLAN AND DETAIL

C3 CIVIL AND STRUCTURAL NOTES & DETAILS

ELECTRICAL

E1 SYMBOLS AND ABBREVIATIONS

E2 ELECTRICAL SITE PLAN

E3 ONE-LINE DIAGRAM

E4 ELECTRICAL DETAILS

E5 RAW WATER PUMP STATION POWER PLAN

E6 CONTROL ONE-LINE DIAGRAMS

E7 SCHEDULES

EXISTING PAVEMENT

STEEL

GRATING

CHECKERED PLATE

GRADE OR EARTH

GRAVEL

CONCRETE

MATERIALS

SECTION LETTER

SECTION LETTER

DRAWINGS ARE CROSS REFERENCED IN THE FOLLOWING METHOD:

(A) A SECTION CUT ON DRAWING A3 IS IDENTIFIED AS FOLLOWS:

DRAWING WHERE SECTION IS SHOWN

SECTION AND DETAIL KEYING

FIRE HYDRANT

SEE 1509203

1509203

OR:

SYMBOLS

GATE VALVE

LEGEND

REFERENCED ITEM

REFERENCED ITEM

MATCH LINE

DEMOLITION ITEMS

PROPOSED ITEMS

EXISTING ITEMS

HIDDEN ITEMS

CENTER LINE

A16

A

SECTION

A3

A

SCALE

DRAWING FROM WHERE

SECTION WAS TAKEN

(B) THE SECTION SHOWN ON DRAWING A16 IS IDENTIFIED AS FOLLOWS:

DETAILS ARE CROSS REFERENCED IN A SIMILAR MANNER, EXCEPT DETAILS

ARE IDENTIFIED BY A SQUARE WITH A NUMBER IN THE UPPER HALF.

STANDARD DETAILS ARE REFERENCED BY A UNIQUE SEVEN DIGIT NUMBER

AND ARE SHOWN ON THE CONTRACT DRAWINGS BY ONE OF TWO METHODS:

STANDARD DETAILS ARE COMPILED IN APPROXIMATE NUMERICAL ORDER IN

THE BACK OF THE CONTRACT DRAWINGS ON THE D* DRAWINGS.

LINETYPES

GENERAL

AC ASBESTOS CEMENT

ADH ADHESIVE

ADJ ADJUSTABLE

AFF ABOVE FINISHED FLOOR

AL, ALUM ALUMINUM

ALLOW ALLOWANCE/ALLOWABLE

ALT ALTERNATE

APPROX APPROXIMATE

ARCH ARCHITECTURAL

ASPH ASPHALT

B BORING

BFE BOTTOM OF FITTING ELEV

B BASELINE

BL BUILDING LINE

BLDG BUILDING

BLK BLOCK

BM BENCH MARK

BOC BACK OF CURB

BOM BOTTOM OF MASONRY

BOT BOTTOM

BRG BEARING

CB CATCH BASIN

CE CONSTRUCTION EASEMENT

CF CUBIC FEET

CFM CUBIC FEET PER MINUTE

CL CENTERLINE

CLR CLEAR

CO CLEANOUT

COL COLUMN

CONC CONCRETE

CONST CONSTRUCTION

CONT CONTINUOUS, CONTINUATION

CONTR CONTRACTOR

CORP CORPORATION

CP CONTROL PANEL

CRS COURSE

CST CHEMICAL STORAGE TANK

CT CERAMIC TILE

CTJ CONTROL JOINT

CU COPPER

CY CUBIC YARD

DET DETAIL

DIA OR Ø DIAMETER

DIAG DIAGONAL

DIM DIMENSION

DISC DISCONNECT

DISCH DISCHARGE

DIST DISTRIBUTION

DL DEAD LOAD

DN DOWN

DOZ DOZEN

DP DISTRIBUTION PANEL

D/S DOWNSTREAM

DT DAY TANK

DWG(S) DRAWING(S)

DWL DOWEL

EA EACH

ECC ECCENTRIC

ED EQUIPMENT DRAIN

EE EACH END

EF EACH FACE OR EXHAUST FAN

EFF EFFLUENT

EL ELEVATION

ELEC ELECTRICAL

EMH ELECTRICAL MANHOLE

ENGR ENGINEER

ENT ENTRANCE

EOG EDGE OF GRAVEL

EOP EDGE OF PAVEMENT

EPX EPOXY

EQ EQUAL

EQPT EQUIPMENT

ET EXPANSION TANK

EUH ELECTRIC UNIT HEATER

EW EACH WAY

EXIST/EX EXISTING

EXH EXHAUST

EXP EXPANSION

EXT EXTERIOR

FF FINISH FLOOR

FH FIRE HYDRANT

FIG FIGURE

FIN FINISH

FIX FIXTURE

FL FLOOR

FLG FLANGE

FT FEET

FTG FOOTING

GA GAUGE

GAL GALLON

GC GENERAL CONTRACTOR

GEN GENERATOR

GPM GALLONS PER MINUTE

GR GRADE

GW GUY WIRE

HC HEATING COIL

HDW HARDWARE

HORIZ HORIZONTAL

HP HORSEPOWER OR HEAT PUMP

HPT HIGH POINT

HVAC HEATING, VENTILATION AND

AIR CONDITIONING

HWY HIGHWAY

HYD HYDRAULIC

I IRON

ID INSIDE DIAMETER

IF INSIDE FACE

IN INCH

INCL INCLUDED

INT INTERIOR

INV INVERT

J JOIST

JB JUNCTION BOX

JCT JUNCTION

JT JOINT

L LENGTH/ANGLE

LB POUND OR LINE BACK

LF LINEAR FEET

LG LONG

LPT LOW POINT

MAINT MAINTENANCE

MANUF MANUFACTURER

MATL MATERIAL

MAX MAXIMUM

MECH MECHANICAL

MET METAL

MFR MANUFACTURER

MG MILLION GALLONS

MGD MILLION GALLONS PER DAY

MH MANHOLE

MIN MINIMUM

MISC MISCELLANEOUS

MO MASONRY OPENING

MOD MODIFY OR MODIFIED

MTD MOUNTED

MTG MOUNTING

MULT MULTIPLE

N NORTH

NA NOT APPLICABLE

NAD '83 NORTH AMERICAN DATUM OF

1983

NAVD '88 NORTH AMERICAN VERTICAL

DATUM OF 1988

NC NORMALLY CLOSED

NF NEAR FACE

NGVD '29 NATIONAL GEODETIC

VERTICAL DATUM OF 1929

NIC NOT IN CONTRACT

No. NUMBER

NO NORMALLY OPEN

NTS NOT TO SCALE

OC ON CENTER

OD OUTSIDE DIAMETER OR

OVERHEAD DOOR

OF OUTSIDE FACE

OHE OVERHEAD ELECTRIC

OPNG OPENING

OPP OPPOSITE

ORIG ORIGINAL

PAR PARALLEL

PC POINT OF CURVE OR PIECE OR

PERSONAL COMPUTER

PCC POINT OF COMPOUND CURVE

PCF POUNDS PER CUBIC FOOT

PERP PERPENDICULAR

PI POINT OF INTERSECTION

PL PROPERTY LINE OR PLATE

PNL PANEL

PP POWER PANEL OR POWER

POLE

PREFAB PREFABRICATED

PROP PROPOSED

PSF POUNDS PER SQUARE FOOT

PSI POUNDS PER SQUARE INCH

PT POINT OF TANGENT/POINT

PVMT PAVEMENT

QTY QUANTITY

RAD RADIUS

RECIR RECIRCULATION

RECT RECTANGULAR

REF REFERENCE

REINF REINFORCING

REM REMOVE

REQD REQUIRED

REST RESTRAINED

REV REVISE

RJ RESTRAINED JOINT

RM ROOM

RND ROUND

RO ROUGH OPENING

RT RIGHT

R/W OR ROW RIGHT OF WAY

S SOUTH OR SLOPE

SB SOIL BORING

SBL SURVEY BASELINE

SCH SCHEDULE

SECT SECTION

SERV SERVICE

SF SQUARE FEET

SHT SHEET

SI SQUARE INCH

SIM SIMILAR

SMH STORM MANHOLE

SP SUMP PUMP

SPEC SPECIFICATION

SQ SQUARE

SSP SUBMERSIBLE SUMP PUMP

SST STAINLESS STEEL

STA STATION OR STACK

STD STANDARD

STG STORAGE OR STOP GATE

(LOG)

STL STEEL

STRU STRUCTURAL

SUB SUBSTITUTE

SUCT SUCTION

SUR SURFACE

SUSP SUSPENDED

TBA TO BE ABANDONED

TECH TECHNICAL

TEMP TEMPERATURE

THK THICK

THRU THROUGH

TOC TOP OF CONCRETE

TOM TOP OF MASONRY/MANHOLE

TOS TOP OF SLAB/ TOP OF STEEL

TOL TOLERANCE

TYP TYPICAL

UG UNDERGROUND

UGE UNDERGROUND ELECTRIC

UGG UNDERGROUND GAS

UNFIN UNFINISHED

UNO UNLESS NOTED OTHERWISE

UPS UNINTERRUPTIBLE POWER

SUPPLY

UTIL UTILITY

VEL VELOCITY

VERT VERTICAL

VOL VOLUME

W/ WITH

W/O WITHOUT

WP WATERPROOF

WPFG WATER PROOFING

WT WEIGHT

WTP WATER TREATMENT PLANT

WV WATER VALVE

XFMR TRANSFORMER

XMH EXISTING MANHOLE

YD YARD

YR YEAR

VALVES, FITTINGS, ETC.

BF BLIND FLANGE

BV BALL VALVE

CV CHECK VALVE

CPLG COUPLING

FLEX FLEXIBLE

FLG FLANGE

FTG FITTING

GV GATE VALVE

PV PLUG VALVE

PROCESS PIPING

RW RAW WATER

RWB RAW WATER BACKWASH

RWI RAW WATER INTAKE

W WATER LINE

ABBREVIATIONS
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NOTES:

1. REMOVE AND DISPOSE OF EXISTING 2,500

GALLON FUEL OIL STORAGE TANK, INTERNAL

CONTENTS OF TANK AS WELL AS ALL RELATED

ACCESSORIES AND APPURTENANCES TEST

SURROUNDING SOIL FOR HYDROCARBON

CONTAMINATION AND NOTIFY ENGINEER IF

CONTAMINATED SOILS ARE PRESENT. TESTING

REMOVAL PERMITTING AND DISPOSAL OF ALL

ASSOCIATED MATERIALS SHALL BE PERFORMED

IN ACCORDANCE WITH ALL APPLICABLE

FEDERAL, STATE, AND LOCAL REGULATIONS.

PROVIDE COPY OF CLOSURE REPORT UPON

COMPLETION OF WORK. CONTRACTOR SHALL

BACKFILL EXCAVATION WITH VDOT 21A STONE

COMPACTED IN 12" LIFTS TO 95% MAX.

DENSITY AS DETERMINED BY VDOT VTM-1.

DEMOLITION NOTES

1. FOR DEMOLITION REQUIREMENTS, REFER TO

SPECIFICATION 01540 - DEMOLITION AND

REMOVAL OF EXISTING STRUCTURES AND

EQUIPMENT AND DWG C1.

2. EMBEDDED CONDUIT ENCOUNTERED DURING

DEMOLITION WORK LIMITS SHALL BE

PERMANENTLY REROUTED AS NECESSARY.

CONTRACTOR SHALL SUBMIT PROPOSED MEANS

OF REROUTING ANY INTERFERING CONDUIT.

3. DETAILED CONSTRUCTION AND DEMOLITION

PLAN SHALL BE SUBMITTED TO THE ENGINEER

AND APPROVED BY THE ENGINEER AND OWNER

PRIOR TO BEGINNING CONSTRUCTION.  ANY

SHUTDOWNS SHALL BE SUBMITTED TO,

COORDINATED WITH, AND APPROVED BY THE

OWNER.  ONCE APPROVED, CONTRACTOR SHALL

PROVIDE A MINIMUM OF THREE (3) WEEKS

NOTICE TO OWNER PRIOR TO SHUTDOWN.

J. PETERY

J. JORDAN

C1

CIVIL

EXISTING CONDITIONS AND

DEMOLITION

G. ROGERS

DETAIL
2

C1
NTS

GENERATOR SUPPORT PAD DEMOLITION

DETAIL
1

C1
NTS

UNDERGROUND FUEL OIL STORAGE TANK DEMOLITION

END VIEW

SIDE VIEW

DEMOLITION SITE PLAN

1" = 10'

DEMOLISH EX 750kW

GENERATOR AND SUPPORT

PAD, SEE DETAIL, THIS DWG

DEMOLISH EX 2500 GAL

FUEL OIL STORAGE TANK,

SEE DETAIL AND NOTE 1,

THIS DWG

EX RW TRANSMISSION MAIN

EX FH

EX 6" GV

EX 12' DOUBLE

SWING GATE

EX UNDERGROUND

CONDUIT

EX RWB

EX RWI

PROPERTY LINE

EX 6" GV

EX CHAIN LINK FENCE

RAW WATER PUMP STATION

14'-0" x 18" x 12'-0"

BALLAST PAD TO REMAIN

DEMOLISH EX

DUCTBANK & CONDUIT

FEMA 100 YR FLOOD
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1. CONTRACTOR SHALL CONFINE THE LIMITS OF

DISTURBANCE TO THE AREA INSIDE THE EXISTING

FENCE.

J. PETERY

J. JORDAN

C2

CIVIL

SITE PLAN AND DETAIL

G. ROGERS

SITE PLAN

1" = 10'

FUEL OIL TANK PAD

GENERATOR PAD

EX RW TRANSMISSION MAIN

EX FH

EX 12' DOUBLE

SWING GATE

EX UNDERGROUND

CONDUIT

EX RWB

EX RWI

PROPERTY LINE

EX CHAIN LINK FENCE

RAW WATER PUMP STATION

SILT FENCE

5' 10'

1
0
'

2
8
'

2
3
'

5
'

11.5'

2
4
"

1
2
"

TOC EL = 509.5

DETAIL
3

3/4" = 1'-0"

GENERATOR/FUEL OIL TANK PAD

C2

#57 STONE

#5@8 T&B EW

#5@8 T&B EW

3

C2

3

C2

FEMA 100 YR FLOOD

6
"
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C3

CIVIL AND STRUCTURAL NOTES &

DETAILS

G. ROGERS

GENERAL STRUCTURAL NOTES

G-1 THESE NOTES ARE GENERAL AND SUPPLEMENT THE SPECIFICATIONS.  THESE NOTES APPLY TO THE ENTIRE PROJECT UNLESS

MODIFIED OR NOTED OTHERWISE IN THE CONTRACT DOCUMENTS.

G-2 DESIGN IS IN ACCORDANCE WITH AND CONSTRUCTION SHALL COMPLY WITH THE PROVISIONS OF THE VIRGINIA

CONSTRUCTION CODE.  THE DESIGN LOADS AND OTHER DESIGN VALUES GIVEN IN NOTES G-4 THROUGH G-7 WERE USED FOR

DESIGN OF STRUCTURES UNLESS NOTED OTHERWISE ON THE DRAWINGS.

G-3 ALL DIMENSIONS INDICATED (*) SHALL BE VERIFIED EITHER BY FIELD MEASUREMENTS FOR EXISTING STRUCTURES OR BY

SHOP DRAWINGS FOR EQUIPMENT FURNISHED.  STRUCTURAL DIMENSIONS NOT SHOWN BUT CONTROLLED BY OR RELATED TO

EQUIPMENT SHALL BE VERIFIED BY THE CONTRACTOR WITH THE MANUFACTURER PRIOR TO CONSTRUCTION.

G-4 THE CONTRACTOR IS RESPONSIBLE FOR VERIFYING ALL EXISTING INFORMATION IN THE FIELD AS REQUIRED FOR NEW

WORK.

G-5 IF A CONFLICT IS FOUND BETWEEN DIFFERENT PORTIONS OF THE CONTRACT DOCUMENTS, THE CONTRACTOR SHALL

NOTIFY THE ENGINEER IMMEDIATELY.  CONTINUED CONSTRUCTION OF THE AREA IN CONFLICT SHALL BE AT THE

CONTRACTOR'S OWN RISK UNTIL THE CONFLICT IS RESOLVED.

G-6 EQUIPMENT ANCHOR BOLT SIZES, TYPES, EMBEDMENT AND PATTERNS SHALL BE VERIFIED WITH THE MANUFACTURER.

ALL BOLT PATTERNS SHALL BE TEMPLATED TO INSURE ACCURACY OF PLACEMENT.

G-7 STRUCTURAL DRAWINGS SHALL BE USED IN COORDINATION WITH THE DRAWINGS OF ALL OTHER DISCIPLINES AND

MANUFACTURER'S SHOP DRAWINGS.

G-8 STRUCTURES HAVE BEEN DESIGNED FOR OPERATIONAL LOADS ON THE COMPLETED STRUCTURE.  DURING CONSTRUCTION,

THE STRUCTURES SHALL BE PROTECTED BY BRACING AND TEMPORARY SUPPORTS WHEREVER EXCESSIVE CONSTRUCTION

LOADS MAY OCCUR.  OVERSTRESSING OF ANY STRUCTURAL ELEMENT IS PROHIBITED.

G-9 IF CONTRACTOR DESIRES TO TEMPORARILY PLACE OR MOVE LOADS ON OR ADJACENT TO EXISTING STRUCTURES OR UTILITIES

DURING CONSTRUCTION PROCESS, CONTRACTOR IS EXCLUSIVELY RESPONSIBLE FOR MAINTAINING STRUCTURAL INTEGRITY

AND AVOIDING OVERSTRESSING AND DAMAGING EXISTING STRUCTURES AND UTILITIES.  CONTRACTOR SHALL SUBMIT

STRUCTURAL CALCULATIONS AND DRAWINGS VERIFYING PROPOSED CONSTRUCTION INCLUDING APPLICATION OF TEMPORARY

CONSTRUCTION LOADS WILL NOT OVERSTRESS OR DAMAGE EXISTING STRUCTURES AND UTILITIES.  DRAWINGS AND

CALCULATIONS SHALL BE SEALED BY A PROFESSIONAL ENGINEER CURRENTLY REGISTERED IN THE COMMONWEALTH OF

VIRGINIA.

G-10 NO BACKFILL SHALL BE PLACED AGAINST ANY SUBSTRUCTURE WALLS UNLESS ALL ADJACENT SUPPORTING ELEMENTS HAVE

ACHIEVED DESIGN STRENGTH, OR WALLS HAVE BEEN PROPERLY BRACED, AND IN ANY CASE NOT SOONER THAN 28 DAYS

AFTER THE PLACING OF CONCRETE UNLESS APPROVED BY THE ENGINEER.  SUPPORTING ELEMENTS SHALL INCLUDE ADJACENT

WALLS, SLABS, BEAMS AND COLUMNS.

CONCRETE (CAST-IN-PLACE)

C-1 DESIGN OF CONCRETE ELEMENTS INCLUDING WALLS, FORMED SLABS, BEAMS, AND COLUMNS IS IN ACCORDANCE WITH ACI

318 (CODE REQUIREMENTS FOR STRUCTURAL CONCRETE) AND 350 (CODE REQUIREMENTS FOR ENVIRONMENTAL

ENGINEERING CONCRETE STRUCTURES).

C-2 FOR CONCRETE MIX DESIGN SEE SPECIFICATION SECTION 03300.

C-3 CONCRETE STRENGTH CLASSES (28-DAY COMPRESSIVE STRENGTH):

A) CLASS A1 CONCRETE (4,500 PSI): NORMAL WEIGHT CONCRETE SHALL BE USED IN ALL STRUCTURES, SIDEWALKS,

PAVEMENTS, EXCEPT WHERE NOTED OTHERWISE IN CONTRACT DOCUMENTS. ALL CONCRETE SHALL BE CLASS A1

CONCRETE UNLESS ANOTHER CLASS IS SPECIFICALLY CALLED FOR ON CONTRACT DOCUMENTS OR SPECIFIED HEREIN.

B) CLASS A2 CONCRETE (4,500 PSI): NORMAL WEIGHT CONCRETE TO BE USED FOR INTERIOR SLABS WHERE A CONCRETE

HARDENER IS REQUIRED FOR APPLICATION AFTER PLACEMENT OF SLABS.

C) CLASS A3 CONCRETE (4,500 PSI): NORMAL WEIGHT STRUCTURAL CONCRETE TO BE USED WHERE SPECIFICALLY CALLED

FOR ON CONTRACT DRAWINGS OR WHERE SPECIFICALLY REQUESTED BY CONTRACTOR AND APPROVED BY ENGINEER.

CLASS A3 CONCRETE SHALL BE SIMILAR TO CLASS A1 EXCEPT CLASS A3 CONCRETE SHALL CONTAIN A MANDATORY

ADDITION OF HIGH RANGE WATER REDUCER TO AID IN PLACEMENT OF CONCRETE.

D) CLASS A4 CONCRETE (4,500 PSI): NORMAL WEIGHT STRUCTURAL CONCRETE TO BE USED WHERE SPECIFICALLY CALLED

FOR ON CONTRACT DRAWINGS OR AREAS WHERE SPECIFICALLY REQUESTED BY CONTRACTOR AND APPROVED ENGINEER.

CLASS A4 CONCRETE IS IDENTICAL TO CLASS A1 CONCRETE EXCEPT THAT COARSE AGGREGATE SHALL BE SIZE #8M IN

ACCORDANCE WITH ASTM C33.  CLASS A4 CONCRETE MAY ALSO REQUIRE A MANDATORY ADDITION OF HIGH RANGE

WATER REDUCER TO AID IN PLACEMENT OF CONCRETE.

E) CLASS A5 CONCRETE (4,500 PSI): NORMAL WEIGHT STRUCTURAL CONCRETE USED WHERE CONCRETE IS INDICATED TO BE

PLACED UNDER WATER.

F) CLASS A6 CONCRETE (4,500 PSI): NORMAL WEIGHT STRUCTURAL CONCRETE USED WHERE CONCRETE IS PLACED UNDER

PRESSURE (PUMPED). CLASS A6 CONCRETE SHALL BE USED ONLY WHERE SPECIFICALLY APPROVED BY ENGINEER.

G) CLASS B CONCRETE (3,000 PSI): NORMAL WEIGHT STRUCTURAL CONCRETE USED FOR DUCT BANK ENCASEMENTS, CATCH

BASINS, FENCE AND GUARD POST EMBEDMENT, CONCRETE FILL AND OTHER AREAS WHERE SPECIFICALLY NOTED ON

CONTRACT DRAWINGS.

C-4 ALL BAR REINFORCING SHALL CONFORM TO ASTM A615, GRADE 60.  WHERE REINFORCEMENT IS TO BE WELDED IN

ACCORDANCE WITH AWS D1.4, ASTM A706 GRADE 60 SHALL BE USED.  WELDED WIRE FABRIC SHALL CONFORM TO ASTM

A185.

C-5 CONCRETE COVER FOR REINFORCING (UNLESS NOTED OTHERWISE ON THE DRAWINGS):

A) CONCRETE DEPOSITED DIRECTLY AGAINST SOIL: 3"

B) CONCRETE EXPOSED TO WEATHER (#5 OR SMALLER): 1 1/2" 

CONCRETE EXPOSED TO WEATHER (#6 OR LARGER): 2"        

C) SLABS: 1 1/2"

AT SURFACES CONTACTING FLUID: 2"

D) BEAMS AND COLUMNS (TO MAIN REINFORCEMENT): 2"

BEAMS AND COLUMNS (TO COLUMN TIES OR STIRRUPS): 1 1/2"

E) WALLS 12" OR MORE: 2"

WALLS LESS THAN 12" (#5 OR SMALLER): 1 1/2"

WALLS LESS THAN 12" (#6 OR LARGER): 2"

F) FOR SURFACES EXPOSED TO FLUID IN BEAMS, COLUMNS AND WALLS: ADD 1/2" TO ABOVE VALUES

C-6 SPLICES SHALL BE CLASS "B" CONFORMING TO THE PROVISIONS OF ACI 318 UNLESS NOTED OTHERWISE.  SPLICE LENGTH

FOR TWO DIFFERENT SIZED BARS TO BE LAP SPLICED TOGETHER SHALL BE THE LENGTH OF THE LARGER BAR UNLESS NOTED

OTHERWISE.

C-7 CONSTRUCTION JOINTS SHALL BE LOCATED AS SHOWN ON THE DRAWINGS.  CONSTRUCTION JOINTS NOT SHOWN SHALL BE

SUBMITTED BY THE CONTRACTOR FOR THE APPROVAL OF THE ENGINEER PRIOR TO SUBMITTING REBAR SHOP DRAWINGS.

VERTICAL CONSTRUCTION JOINTS IN WALLS AND HORIZONTAL JOINTS IN SLABS SHALL BE PROVIDED AT A SPACING NOT

GREATER THAN 45 FEET ON CENTER.  FOR EXPOSED WALLS WITH FLUID OR EARTH ON THE OPPOSITE SIDE, THE SPACING

BETWEEN VERTICAL AND HORIZONTAL JOINTS SHALL BE A MAXIMUM OF 25 FEET.

C-8 WHERE HORIZONTAL CONSTRUCTION JOINTS, LOCATED ABOVE THE FOUNDATION SLAB, EXTEND BEYOND WHERE NEEDED,

THEY SHALL BE TERMINATED AT A VERTICAL CONSTRUCTION JOINT APPROVED BY THE ENGINEER.

C-9 ALL JOINTS WHICH ARE IN MEMBERS IN CONTACT WITH LIQUID OR BELOW GRADE SHALL HAVE A WATERSTOP.

CONSTRUCTION JOINTS SHALL HAVE A 6" PVC RIBBED WATERSTOP.  EXPANSION JOINTS SHALL HAVE A 9" PVC CENTER BULB

RIBBED WATERSTOP.  IN VERTICAL JOINTS, WATERSTOPS SHALL TERMINATE NO LESS THAN 18" ABOVE THE MAXIMUM WATER

SURFACE OR 18" ABOVE GRADE, WHICHEVER IS HIGHER.

C-10 SLABS WITH SLOPING SURFACES SHALL HAVE THE INDICATED SLAB THICKNESS MAINTAINED AS THE MINIMUM.  SLAB

BOTTOMS CAN EITHER SLOPE WITH THE TOP SURFACE OR BE LEVEL.  REINFORCEMENT IN SLABS WITH SLOPING SURFACES

SHALL BE PLACED AT THE REQUIRED CLEARANCE FROM THE SLAB SURFACE.

C-11 ALL EXPOSED CORNERS SHALL HAVE A 3/4" CHAMFER OR A 1/2" RADIUS TOOLED CORNER.

C-12 EQUIPMENT SUPPORTS, ANCHORAGES, OPENINGS, RECESSES AND REVEALS NOT SHOWN ON THE STRUCTURAL DRAWINGS

BUT REQUIRED BY OTHER CONTRACT DOCUMENTS, SHALL BE PROVIDED FOR PRIOR TO PLACING CONCRETE.

C-13 REINFORCING BARS AND ACCESSORIES SHALL NOT BE IN CONTACT WITH ANY METAL PIPE, PIPE FLANGE, METAL CONDUIT, OR

OTHER METAL PARTS EMBEDDED IN CONCRETE.  A MINIMUM CLEARANCE OF 2" SHALL BE PROVIDED.

C-14 DOWELS, ANCHOR BOLTS, PIPES, WATERSTOPS AND OTHER EMBEDDED ITEMS SHALL BE HELD SECURELY IN POSITION WHILE

CONCRETE IS BEING PLACED.

C-15 CONDUITS AND OTHER SIMILAR ITEMS EMBEDDED IN OR PENETRATING THROUGH CONCRETE SHALL BE SPACED ON CENTER

NOT LESS THAN 3 TIMES THEIR OUTSIDE DIMENSION, BUT NOT LESS THAN 2 1/2" CLEAR.  WHEN SUCH ITEMS ARE EMBEDDED

IN WALLS OR SLABS, THEY SHALL NOT OCCUPY MORE THAN 1/3 OF THE MEMBER THICKNESS.

C-16 AT ALL TYPICAL CURBS, EQUIPMENT PADS, AND PIPE SUPPORT PIERS, REINFORCING DOWELS SHOWN MAY BE REPLACED WITH

MATCHING DOWELS SET IN EPOXY IN DRILLED HOLES AS SPECIFIED.  DOWELS LOCATED CLOSER THAN 3" FROM ANY EDGE OF

CONCRETE SHALL NOT BE REPLACED WITH DRILLED DOWELS.

C-17 DRILLED ADHESIVE DOWELS (WHERE DOWELS ARE SHOWN TO BE PLACED INTO HARDENED CONCRETE):

A) THE HOLE DIAMETER SHALL BE NO LARGER THAN 1/8" GREATER THAN THE DIAMETER OF THE REINFORCING BAR AT THE

DEFORMATIONS.

B) THE DEPTH OF EMBEDMENT SHALL BE 12 BAR DIAMETERS, UNLESS NOTED OTHERWISE.

C) ADJUST THE DOWEL LOCATIONS AS NEEDED TO AVOID DRILLING THROUGH ANY REINFORCING BARS.  IF THE LOCATION

NEEDS TO BE MODIFIED, CONTACT THE ENGINEER.  CONTRACTOR SHALL USE NON-DESTRUCTIVE MEANS TO FIELD LOCATE

REINFORCEMENT PRIOR TO DRILLING HOLES FOR DOWELS.

C-18 CLEAR DISTANCE FROM ANCHOR BOLTS TO ANY CONCRETE EDGE SHALL BE 4" MINIMUM UNLESS NOTED OTHERWISE.

C-19 CONCRETE COMPRESSIVE STRENGTH TESTS SHALL BE AVAILABLE ON THE JOB SITE FOR REVIEW BY THE ENGINEER.
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E1

ELECTRICAL

SYMBOLS AND ABBREVIATIONS

D. ATKINSON

#

FIRE ALARM INDICATOR MOUNTED

ABOVE A FIRE ALARM PULL

STATION

RECEPTACLES:

  LEFT: SIMPLEX

  MIDDLE: DUPLEX

  RIGHT: QUADRUPLEX

MULTI-OUTLET RECEPTACLE:

  LEFT: SIMPLEX

  RIGHT: DUPLEX

OTHER RECEPTACLES:

  LEFT: 240 VOLT

  RIGHT: SPECIAL PURPOSE

FIRE ALARM PULL STATION

FIRE ALARM CONTROL PANEL

FIRE ALARM ANNUNCIATOR PANEL

DUCT DETECTOR

FIRE ALARM INDICATOR:

  X DENOTES ALERT TYPE (TYP.):

    A DENOTES AUDIBLE

    V DENOTES VISIBLE (# DENOTES STROBE INTENSITY)

SMOKE DETECTOR:

  X DENOTES TYPE:

    Z DENOTES IONIZATION

    P DENOTES PHOTOELECTRIC

    T DENOTES THERMAL

THERMOSTAT

AMBIENT TEMPERATURE TRANSMITTER

WALL SWITCH:

  X DENOTES TYPE:

    NO SUBSCRIPT DENOTES SINGLE-POLE SWITCH

    3 DENOTES 3-WAY SWITCH

    4 DENOTES 4-WAY SWITCH

    M DENOTES MANUAL MOTOR STARTER

  # DENOTES CIRCUIT NUMBER

  WPCR DENOTES WEATHERPROOF CORROSION RESISTANT

COMBINATION MOTOR STARTER

DISCONNECT SWITCH

LOCAL CONTROL STATION

LIGHTING:

RECEPTACLES:

HVAC AND FIRE ALARM

SWITCHES

WIRING

ELEMENTARY CONTROL SCHEMATICS SINGLE-LINE DIAGRAMS

MISC PLAN VIEW SYMBOLS

EQUIPMENT CONNECTION

CONDUIT HOME RUN

CONDUIT EXPOSED

CONCRETE ENCASED CONDUIT

CONDUIT CONCEALED

FLEXIBLE CONDUIT

CONCRETE ENCASED DUCTBANK

3-POSITION SELECTOR SWITCH:

  HOA DENOTES HAND/OFF/AUTO

  LOR DENOTES LOCAL/OFF/REMOTE

  FOR DENOTES FORWARD/OFF/REVERSE

PUSHBUTTON SWITCHES:

  LEFT: N.O.

  RIGHT: N.C.

  TEXT DENOTES LEGEND PLATE

EMERGENCY STOP MUSHROOM HEAD PUSHBUTTON SWITCH (N.C.):

  TEXT DENOTES LEGEND PLATE

PUSHBUTTON SWITCH N.C. WITH LOCK-OUT:

  TEXT DENOTES LEGEND PLATE

INDICATOR LIGHT:

  LEFT: STANDARD/RIGHT: PUSH-TO-TEST

  X DENOTES COLOR

RUN TIME METER

MECHANICAL INTERLOCK CONNECTION

TRANSFORMER

PROTECTIVE RELAY:

  NUMBER DENOTES IEEE DEVICE FUNCTION

MOTOR AND TYPICAL ADDITIONAL DEVICES:

  TSH: TEMPERATURE SWITCH

  MSH: MOTOR SPACE HEATER

  CF: COOLING FAN

  TE: TEMPERATURE ELEMENT

  ME: MOISTURE DETECTOR

FUSE

GROUND

CT:

  NUMBERS DENOTE CT WINDING RATIO AND CT QUANTITY

DRAW-OUT ELEMENT

LEFT: FVNR STARTER:

  X DENOTES NEMA SIZE

  DP DENOTES DEFINITE PURPOSE CONTACTOR

RIGHT: FVR STARTER

LEFT: RESISTOR

RIGHT: LINE REACTOR:

  #% DENOTES IMPEDANCE

CAPACITOR

SHUNT TRIP

SURGE PROTECTIVE DEVICE

LIGHTNING ARRESTOR

KIRK-KEY INTERLOCK

X

#

R

T

S

X

X

#

F

X

#

DD

F

HEAT DETECTORH

CONDUIT TAGS:

  P DENOTES POWER

  C DENOTES CONTROL

  I DENOTES INSTRUMENTATION

  XXX DENOTES CONDUIT ID

INSTRUMENT TAG:

  X DENOTES INSTRUMENT TYPE

  # DENOTES INSTRUMENT NUMBER

#

X

SOLENOID VALVE

CONTROL POWER TRANSFORMER

MOTOR SPACE HEATER

SELECTOR SWITCH:

  LEFT: STANDARD

  RIGHT: SPRING-RETURN

  TEXT DENOTES LEGEND PLATE

PT:

  NUMBERS DENOTE PT WINDING VOLTAGES AND PT QUANTITY

480:120

(3)

50:5

(1)

K

GFCT:

  NUMBERS DENOTE GFCT WINDING RATIO AND GFCT QUANTITY

MOTOR CIRCUIT PROTECTOR

GROUND RODS:

  LEFT: BURIED

  RIGHT: IN TESTWELL

X DENOTES RECEPTACLE TYPE (TYP.):

  GFCI DENOTES GROUND FAULT CIRCUIT INTERRUPT

  UPS DENOTES UNINTERRUPTIBLE POWER SUPPLY

  WPCR DENOTES WEATHERPROOF CORROSION RESISTANT

# DENOTES CIRCUIT NUMBER (TYP.)

LEFT: CONDUIT RISE (TURN UP)

RIGHT: CONDUIT DROP (TURN DOWN)

MOTOR PROTECTION RELAY

NORC NOFC NCRO NCFO

TEMPERATURE

SWITCHES/

THERMOSTATS

PRESSURE

SWITCHES

LEVEL

SWITCHES

FLOW

SWITCHES

NOTC NOTO NCTO NCTC

TIME

DELAY

SWITCHES

NO NC

DISCONNECT

SWITCHES

NOTATION LEGEND:

  NO/NC: NORMALLY OPEN/CLOSED

  RO/RC: RISE-TO-OPEN/CLOSE

  FO/FC: FALL-TO-OPEN/CLOSE

  TO/TC: TIME-OPEN/CLOSE

  CONTACTS:

    TEXT DENOTES COIL ID

  SWITCHES:

    TEXT DENOTES TAG NUMBER

X

LIMIT

SWITCHES

TORQUE

SWITCH

CONTACTS

SOLID-STATE OVERLOAD RELAY

TSH MSH CF

TE ME

X
X
X
-
Y
Y
Y
Y
Y

INSTRUMENT TAG:

  X DENOTES INSTRUMENT TYPE

  Y DENOTES INSTRUMENT NUMBER

AF

AT

100

100

HP

RPM

DISCONNECT SWITCH

MCP

30A

#%

100A

A

MCP

30

X

A

MCP

M

F R

30

X

SPD

XXXkA

LOW-VOLTAGE MOLDED CASE CIRCUIT BREAKER

  LEFT:  THERMAL-MAGNETIC TRIP UNIT

  RIGHT:  ELECTRONIC TRIP UNIT

RECTANGULAR FIXTURE

EMERGENCY WALL-MOUNTED FIXTURE:

  LEFT: STANDARD

  RIGHT: REMOTE-HEAD

POLE-MOUNTED FIXTURE

X

#

X

#

X

#

X

#

PHOTOCELL

LEFT: CEILING MOUNTED OCCUPANCY SENSOR

RIGHT: WALL MOUNTED OCCUPANCY SENSOR

  X DENOTES TYPE

X DENOTES FIXTURE TYPE (TYP.)

  SEE SPECIFICATION 16500 FOR FIXTURE SCHEDULE

# DENOTES CIRCUIT NUMBER (TYP.)

XXX

#

OS

X

XXX

#

LEFT: CEILING MOUNTED FIXTURE

RIGHT: WALL MOUNTED FIXTURE

LEFT: CEILING MOUNTED EXIT SIGN

RIGHT: WALL MOUNTED EXIT SIGN

  SHADED PORTION DENOTES SIGN FACE

XXX

#

XXX

#

OS

X

PC

X

#

X

#

X

#

X

#

X

#

X

#

#

X

X

NS

LS LS

TS TS

PS PSPS PS

LS LSLS LS

FS FSFS FS

TD TDTD TD

G

PTT

G

ETM

SV

MPR

MSH

CPT 480/120VAC

XFMR

kVA

480-120/208V

3P/4W

DRY TRANS

30A

3P

30A

3P

ETU

800AF

800AP

800AT

LSIG

600:5

(3)

ST

START

STOP

E-STOP

STOP - L.O.

ON OFF

H A

O

XOO

OOX

ON OFF

COIL:

  X DENOTES TYPE:

    M DENOTES MOTOR STARTER

    CR DENOTES CONTROL RELAY

    TD DENOTES TIME DELAY RELAY

        TR DENOTES TIMER RANGE

        TS DENOTES TIMER SETPOINT

        WIRE DENOTES OFF-DELAY RELAY

    PR DENOTES INTERPOSING PILOT RELAY

    LC DENOTES LIGHTING CONTACTOR

  Y DENOTES REFERENCE LINE NUMBER

EQUIPMENT/DEVICE LOCATION SYMBOLS

LOCATED AT PANEL:

  X DENOTES PANEL ID:

    L DENOTES LOCAL CONTROL STATION

LOCATED IN FIELD

LOCATED IN STAND-ALONE MOTOR STARTER/CONTROLLER

LOCATED IN MCC

X

XX

YYY

TR TS

THERMAL OVERLOAD RELAY

OL

SSOL

ABBREVIATIONS ABBREVIATIONS, CONT.

AE ANALYSIS ELEMENT

AHU AIR HANDLING UNIT

AIC AMPERE INTERRUPTING CAPACITY

AIT ANALYSIS INDICATING TRANSMITTER

ANSI AMERICAN NATIONAL STANDARDS INSTITUTE

ASCE AMERICAN SOCIETY OF CIVIL ENGINEERS

ASME AMERICAN SOCIETY OF MECHANICAL ENGINEERS

AF AMPERE FRAME

AT AMPERE TRIP

ATS AUTOMATIC TRANSFER SWITCH

BC BYPASS CONTACTOR

BKR BREAKER

(L/V)CP (LOCAL/VENDOR) CONTROL PANEL

CPT CONTROL POWER TRANSFORMER

CT CURRENT TRANSFORMER

DB DUCTBANK

DSW DISCONNECT SWITCH

EHH ELECTRIC HAND HOLE

EMH ELECTRIC MANHOLE

EO ELECTRICALLY OPERATED

ETM ELAPSED TIME METER

ETU ELECTRONIC TRIP UNIT

FAAP FIRE ALARM ANNUNCIATOR PANEL

FACP FIRE ALARM CONTROL PANEL

FS FLOW SWITCH

FSL FLOW SWITCH LOW

FVNR FULL VOLTAGE NON-REVERSING

FVR FULL VOLTAGE REVERSING

GFCI GROUND FAULT CIRCUIT INTERRUPTER

GFCT GROUND FAULT CURRENT TRANSFORMER

GNG GO-NO GO

GND GROUND

HOA HAND-OFF-AUTO

HPU HYDRAULIC POWER UNIT

IC INPUT CONTACTOR

IEEE INSTITUTE OF ELECTRICAL AND ELECTRONICS

ENGINEERS

ISO INTERNATIONAL ORGANIZATION FOR

STANDARDIZATION

JB JUNCTION BOX

LCS LOCAL CONTROL STATION

LP LIGHTING PANEL

LS LEVEL SWITCH

LSL LEVEL SWITCH LOW

LSLL LEVEL SWITCH LOW-LOW

LSH LEVEL SWITCH HIGH

LSHH LEVEL SWITCH HIGH-HIGH

LT LEVEL TRANSMITTER

MFR MULTI-FUNCTION RELAY

MH MANHOLE

MMFO MULTIMODE FIBER OPTIC CABLE

MOD MOTOR OPERATED DAMPER

MOG MOTOR OPERATED GATE

MOL MOTOR OPERATED LOUVER

MOV MOTOR OPERATED VALVE

MPR MOTOR PROTECTION RELAY

MTD MOUNTED

MTS MANUAL TRANSFER SWITCH

MWTS MOTOR WINDING TEMPERATURE SWITCH

NC NORMALLY CLOSED

NEC NATIONAL ELECTRICAL CODE

NEMA NATIONAL ELECTRICAL MANUFACTURERS ASSN

NFPA NATIONAL FIRE PROTECTION ASSOCIATION

NO NORMALLY OPEN

NTS NOT TO SCALE

OC OUTPUT CONTACTOR

OL OVERLOAD

PB PULLBOX

PC PHOTOCELL

PCC POINT OF COMMON COUPLING

PE PRESSURE ELEMENT

PIT PRESSURE INDICATING TRANSMITTER

PLC PROGRAMMABLE LOGIC CONTROLLER

PP POWER PANEL

PST PHASE SHIFTING TRANSFORMER

PT POTENTIAL TRANSFORMER

PTT PUSH TO TEST

RCS REMOTE CONTROL STATION

RECP RECEPTACLE

RIO REMOTE I/O

RM ROOM

RTD RESISTANCE THERMAL DEVICE

RTU REMOTE TELEMETRY UNIT

RVAT REDUCED VOLTAGE AUTO TRANSFORMER

RVSS REDUCED VOLTAGE SOLID STATE

SA SUPPLY AIR

S.E. SERVICE ENTRANCE

SP. C. SPARE CONDUIT

SPD SURGE PROTECTIVE DEVICE

SST STAINLESS STEEL

TB TEST BLOCK

TC TIMED CLOSE

TO TIMED OPEN

TSH TWISTED SHIELDED

TX TRANSFORMER

TYP TYPICAL

UPS UNINTERRUPTIBLE POWER SUPPLY

VFD VARIABLE FREQUENCY DRIVE

WPCR WEATHER PROOF CORROSION RESISTANT

WT WALK THROUGH

XFMR TRANSFORMER

GENERAL NOTES:

1. UNLESS SPECIFICALLY NOTED OTHERWISE, ALL

UNDERGROUND CONCRETE ENCASED ELECTRICAL

CONDUITS SHALL BE PER STANDARD DETAIL

1611801.

2. THE INSTALLATION OF ALL CONCRETE ENCASED

ELECTRICAL CONDUITS SHALL COMPLY WITH ACI

318, SECTION 6.3. CONTRACTOR SHALL SUPPLY

EXPANSION JOINT FITTINGS AS REQUIRED FOR

THERMAL EXPANSION AND DEFLECTION.

3. BOND ALL NEW CONCRETE ENCASED GROUND

CONDUCTORS TO EXISTING GROUND

CONDUCTORS IN ALL MANHOLES, PULL BOXES,

CABLE TRAYS, AND SIMILAR LOCATIONS WHERE

APPLICABLE.

4. UNLESS OTHERWISE SPECIFIED OR NOTED, ALL

WALL MOUNTED ELECTRICAL PANELS,

ENCLOSURES, AND SIMILAR EQUIPMENT SHALL

BE MOUNTED 6'-6" (MAX) FROM THE TOP OF THE

PANEL TO FINISHED FLOOR OR GRADE.

5. UNLESS OTHERWISE NOTED, ALL LIGHTING

SWITCHES, CONTROL SWITCHES, AND SIMILAR

EQUIPMENT SHALL BE MOUNTED WITH THEIR

CENTERLINE APPROXIMATELY 4'-0" ABOVE

FINISHED FLOOR, SLAB, OR GRADE.

THERMOSTATS SHALL BE MOUNTED 4'-4" ABOVE

FINISHED FLOOR.

6. A SEPARATE EQUIPMENT GROUNDING

CONDUCTOR SHALL BE PROVIDED FOR EACH

CIRCUIT (SEPARATE CONDUCTOR IN THE

CONDUIT). THE CONDUCTOR SHALL BE

TERMINATED AT THE PROPER DEVICE, TERMINAL,

OR LUG AT THE POWER SOURCE (MCC GROUND

BUS, PANELBOARD GROUND BUS, ETC.). GROUND

CONDUCTOR SIZE SHALL BE PER THE LATEST

EDITION OF THE NEC.

7. UNLESS SPECIFICALLY NOTED OTHERWISE,

EXISTING PAVEMENT SHALL BE SAW CUT AND

REMOVED TO ALLOW FOR THE INSTALLATION OF

NEW ELECTRICAL DUCTBANKS. AFTER

INSTALLATION, REPLACE PAVEMENT WITH NEW

TO MATCH ORIGINAL CONDITIONS.

8. CONDUIT HOMERUNS ARE NOT SHOWN ON

DRAWINGS. CONTRACTOR SHALL REFER TO

CONDUIT AND WIRE SCHEDULE, RISER

DIAGRAMS, SINGLE LINE DIAGRAMS, AND OTHER

DRAWINGS FOR CONDUIT AND WIRE

REQUIREMENTS.

9. ALL ELECTRICAL COMPONENTS AND SYSTEMS

AND NON-BUILDING STRUCTURES SHALL BE

DESIGNED IN ACCORDANCE WITH THE SEISMIC

PROVISIONS STIPULATED IN SECTION 9.6 OF

ASCE 7-02/05 AND SECTIONS 1621 & 1622 OF

IBC 2003/2006 AND SHALL HAVE AN IMPORTANCE

FACTOR, I

 

P

, OF 1.5.

GENERAL DEMOLITION NOTES:

1. ALL EQUIPMENT TO BE DEMOLISHED SHALL HAVE

ALL LOCAL PANELS, SWITCHES, CONTROLS,

CONDUIT, AND CONDUCTORS REMOVED BACK TO

SOURCE UNLESS OTHERWISE NOTED.

XX

YYY

TR TS

P-XXX
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1. AREAS WITHIN THE OUTDOOR EQUIPMENT

ENCLOSURES SHALL BE CONSIDERED INDOOR

WET PROCESS LOCATIONS. SEE SPECIFICATIONS

FOR THE ELECTRICAL REQUIREMENTS FOR WET

LOCATIONS.

D. WEBER

J. JORDAN

E2

PUMP STATION

ELECTRICAL

ELECTRICAL SITE PLAN

D. ATKINSON

RAW WATER PUMP STATION

EX XFMR

SITE PLAN

1" = 5'

EX UTILITY POLE

EX JUNCTION BOX 1

EX UNDERGROUND

DUCTBANK TO

INTAKE RAKE

FUEL STORAGE TANK,

SEE DETAIL 2/E4

GENERATOR EQUIPMENT

ENCLOSURE, SEE NOTE 1

AND DETAIL 1/E4

JB-G1

PB-RW1 & PB-RW2

P-001E

P-001A

P-001FP-001D

P-001B

2" SPAREC-009

C-018C-015

P-002

2" SPARE

C-008

C-007

2" SPARE

C-011

2" SPARE

P-005

C-001 2" SPARE

DUCT BANK SECTION A-A

NTS

DUCT BANK SECTION B-B

NTS

DUCT BANK SECTION C-C

NTS

FUEL OIL ENCLOSURE,

SEE NOTE 1

A

A

C
C

B
B

P-001C

JB-FT-1
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D. WEBER

J. JORDAN

E3

ELECTRICAL

ONE-LINE DIAGRAM

D. ATKINSON

SSC

SPARE

FOR FUTURE

PUMP

EX 2 SETS

3#350 &

# 1/0G, 3"C

SWBD RWPS, 2000A, 480V, 3Ø, 3W, 65 KAIC

PUMP 4

SPARE SPARE

TO GEN

LOAD CENTER

LP-RWPS-G1

VIA JB-RW1

RAW WATER PUMP STATION

SINGLE LINE DIAGRAM

350

AF

AT

100

40

PANEL

PP-RWPS

COMBINED

TRAVELING

SCREEN

CONTROL

PANEL

(TS-LCP)

MPC-RWPS

EX 4#1, 1#8G

1-1/2"C

ETU ETU ETU ETU ETU ETU

EX 2 SETS

3#350 &

# 1/0G, 3"C

EX PUMP 3

350

EX 2 SETS

3#350 &

# 1/0G, 3"C

EX PUMP 2

350

EX 2 SETS

3#350 &

# 1/0G, 3"C

EX PUMP 1

350

EX 7 SETS

3-500MCM &

250MCM G, 4"C

VFDRVSS RVSS RVSS

EX

PANEL

LP

PP-002

EX 3#10 & #10G

3/4"C

EX 3#4/0 & #4G

2-1/2"C

EX 3#4 & #8G

1-1/2"C

AF

AT

100

30

AF

AT

225

225

AF

AT

100

70

800AF

600AT

800AF

600AT

800AF

600AT

800AF

600AT

800AF

600AT

800AF

600AT

P-001A

30 KVA

480V/208Y120

EX XFMR

ETU

2000AF

2000AT

1,000kW

480V,3Ø,4W

EX 7 SETS

600MCM & 600MCM G,

IN EX CONDUIT

EX PULL BOX

AF

AT

1600

1600

L

S1 S2

2000 AMP

SERVICE

ENTRANCE

TRANSFER

SWITCH

GENERATOR

REMOTE

ALARM

PANEL

P-001B

P-001C P-001D

P-001E P-001F

JUNCTION

BOX JB-RW2

C
C
-
0
1
4

STANDBY

GENERATOR

ENCLOSURE
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D. WEBER

J. JORDAN

E4

ELECTRICAL

DETAILS

D. ATKINSON

DETAIL
1

1/2" = 1'-0"

GENERATOR LAYOUT

E4

10a

10a

10a

CONTROL

STUB UPS

GENERATOR

CONTROL PANEL

LIGHTING

PANEL

LP-RWPS-G1

ELECTRICAL

STUB UPS

MAIN CIRCUIT

BREAKER

CABLE ENTRY

FUEL OIL STUB UP

EXHAUST

PLENUM

EXHAUST OUTLET

CONC EQPT PAD

GROUND ROD, TYP
#4/0 BARE COPPER

BATTERY CHARGERINLET

BC

CONC PAD,

SEE DETAIL 3/C2

LSL LSH LIT

LT-901

LIT-902

LSH-902

LSL-902

LTLIT

FUEL LEVEL TRANSMITTER

LIT-906

LT-905

LEAK DETECTION

#4/0 BARE COPPER

CONC PAD,

SEE DETAIL 3/C2

DETAIL
2

1/2" = 1'-0"

DIESEL FUEL TANK LAYOUT

E4

16'-0"

8
'
-
0
"

FUEL OIL TRANSFER

PUMPS & CONTROL

PANEL ENCLOSURE

STAIRS

ACCESS PLATFORM

TANK FILL

DAY TANK

CONTROL

PANEL

VAPOR TIGHT

LIGHTING

FIXTURES, TYP

10a

3

10a

3

WP

12

WP

12

EMERGENCY

STOP PUSHBUTTON

GND ROD WITH

TEST WELL

SEE DWG E-2 FOR

CONTINUATION

1617001

JB-G1

JB

JB FT-1

FUEL LEAK

MONITORING

PANEL

FUEL OIL TRANSFER

PUMP CONTROL

PANEL (12"D x

30"W)

SEE DWG E-2 FOR

CONTINUATION

ALARM LIGHT

DSW-UH1

DSW-UH2

JB FT-2
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DRAWING
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NOTES:

1. DEMOLISH EXISTING FUEL OIL STORAGE

MONITORING PANEL AFTER THE EXISTING FUEL

OIL SERVICE TANK IS REMOVED FROM SERVICE.

2. EXISTING RWPS PLC SHALL BE RE-USED. PLC

INPUT/OUTPUT SIGNALS SHALL BE REVISED PER

THE ELEMENTARY DRAWING ON DWG E6.

3. THE CONTROL ROOM SHALL BE CONSIDERED AN

INDOOR DRY NON-PROCESS LOCATION.

ELECTRICAL MATERIALS SHALL CONFORM TO THE

SPECIFICATION REQUIREMENTS FOR DRY AREAS.

SEE SPECIFICATIONS.

4. THE ELECTRICAL AREA OF THE PUMP STATION AND

PUMP ROOM AREAS ABOVE 12 FEET FROM THE

FLOOR SHALL BE AN INDOOR DRY PROCESS AREA.

ELECTRICAL MATERIALS SHALL CONFORM WITH

THIS AREA RATING. SEE SPECIFICATIONS.

5. AREAS NEAR PUMPS AND OTHER PROCESS

EQUIPMENT SHALL BE CONSIDERED INDOOR WET

PROCESS AREAS. ELECTRICAL MATERIALS AND

EQUIPMENT SHALL CONFORM TO THE

SPECIFICATION REQUIREMENTS FOR WET

PROCESS AREAS.

6. INSTALL CONDUIT RACKS ABOVE THE ELEVATION

OF THE EXISTING LIGHTING FIXTURES. WORK

OVER 15 FEET AFF WILL BE REQUIRED.

D. WEBER

J. JORDAN

E5

PUMP STATION

ELECTRICAL

POWER PLAN

D. ATKINSON

POWER PLAN

1/4" = 1'-0"

PUMP 4 PUMP 3 PUMP 2 PUMP 1

SWITCHBOARD

SWBD-RWPS

SOLID STATE REDUCED

VOLTAGE STARTERS

AUTOMATIC TRANSFER SWITCH

(ATS)

VFDVFD

CONTROL ROOM

LIGHTING PANEL

LP-RWPS

OPERATOR DISPLAY, SEE NOTE 1,

(FUEL MONITORING PANEL ABOVE)

PULL BOX PB-RW1

PULL BOX PB-RW2

CONTROL PANEL

TS-LCP

PLC-RWPS

GENERATOR REMOTE

ALARM PANEL

SEE NOTE 3.

SEE NOTE 4.

SEE NOTE 5.

NOTES:

1. SPACE SUPPORTS AT 5'-0" MAXIMUM.  HANGER SPACING SHALL BE

BASED ON MAXIMUM LOAD.

2. ALL THREAD ROD SHALL BE USED ONLY FOR DUAL RACK.

3. ALL SUPPORT MATERIALS SHALL BE SST (STAINLESS STEEL).

4. STRUT SHALL BE 12 GAUGE MINIMUM.

CONDUIT SUPPORT RACK

CONDUIT /

STRAP, (TYP)

1611403

1/2" DIA MINIMUM SST

THREADED ROD

DOUBLE

LOCK-NUT, (TYP)

WASHER AND NUT ON

BOTH SIDES, (TYP)

ROD COUPLING WITH

DBL JAM NUTS, (TYP)

APPROVED WALL

ANCHOR (TYP)

BEAM CLAMP, (TYP)

CONCRETE OR CMU

WALL, (TYP)

TIER 22 RATED BOX WITH, 9 3/8"

DIA.x2" THICK POLYMER CONCRETE

PRECAST COVER WITH LIFTING HOLE

#4/0 STRANDED BARE COPPER

CONDUCTOR CONNECTED TO

GROUND ROD CLUSTER GROUP

GROUND ROD PER SECTION 16170

#4/0 STRANDED BARE COPPER

GROUND CONDUCTOR TO

GROUND RING

TIER 22 RATED

POLYMER CONCRETE

PRECAST PULLBOX

CLASS A1 CONCRETE

COLLAR, (3/4" SLOPE

AWAY FROM BOX)

1617001

6
"

NOTES:

1. PRECAST PULLBOX AND COVER SHALL BE

OLDCASTLE PART NUMBER 09101187, OR APPROVED

EQUAL.

6
"

1
0
"

6" MIN

GROUND

GROUND

9 3/8"

2-#3 CONTINUOUS

AROUND PERIMETER

2-#3 CONTINUOUS

AROUND PERIMETER

2 1/2"

MIN

#4 @ 10", TYP.

TOP OF GRADE

COMPACTED FILL

#57 STONE BASE

#4 @ 10"

GROUND ROD TEST WELL INSTALLATION DETAIL

CONNECTOR PER SECTION 16170
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DRAWING

NUMBER:

NOTES:

1. CONTRACTOR SHALL VERIFY THE OPERATION OF

EXISTING AUTOMATIC TRANSFER SWITCH AFTER

THE INSTALLATION OF THE NEW GENERATOR

INCLUDING GENERATOR  STARTING AND THE

FUNCTIONALITY OF THE REMOTE MONITORING

SIGNALS (PLC).

2. IDENTIFY EXISTING GENERATOR ALARM SIGNALS

IN PLC-RWPS PRIOR TO DEMOLITION OF THE

EXISTING GENERATOR CONTROLS. TERMINATE

NEW SIGNALS ON THE EQUIVALENT ABANDONED

I/O POINTS AT PLC-RWPS.

D. WEBER

J. JORDAN

E6

PUMP STATION

ELECTRICAL

CONTROL ONE-LINE DIAGRAMS

D. ATKINSON

JB-RW1

CC-017

EX. ATS

GENERATOR

REMOTE

ALARM PANEL

CC-014

JB-G1

JB-FT-1

CC-008

EX. PLC-RWPS

GENERATOR

CONTROL

PANEL

FUEL OIL

TRANSFER

PUMP

CONTROL

PANEL

FUEL/LEAK

MONITORING

PANEL

FUEL OIL PUMPS

3/4 3/4

DAY TANK

CONTROL PANEL

LSH LSL LIT LT

SUB-BASE DAY TANK

LIT LT

DIESEL FUEL

STORAGE TANK

JB

FUEL OIL TRANSFER

PUMP SYSTEM

(SEE SECTION 15484)

NTS

ONE-LINE DIAGRAM

CC-006

CC-001

FUEL LEVEL

TRANSMITTER

(LIT-906)

INTERSTITIAL LEAK

MONITOR LT-905

ALARM LIGHT & HORN

MOUNTED AND

WIRED ON

PUMP SKID

CC-008

CC-006

CC-008

CC-011

E STOP

TO

LP-RWPS-G1

CC-004

CC-005

CC-002

CC-003

TO

LP-RWPS-G1

GENERATOR ENCLOSURE

RAW WATER

PUMP STATION

CC-011 CC-017

CC-014

CC-013

CC-014CC-017

GEN

RUNNING

ON

STANDBY

ON

UTILITY

"RUN"

EX ATS

TO EX PLC-RWPS,

NOTE 1

TO

GENERATOR

ROV

PWR

FUEL OIL LEAK/MONITORING PNL

TO GENERATOR

CONTROL PANEL

FROM PNL

LP-RWPS

PWR

GENERATOR REMOTE ALARM PANEL

TO EX PLC-RWPS,

NOTE 2

FROM PNL

LP-RWPS

COMM

GENERATOR

CONTROL

PANEL

NTS

GENERATOR MONITORING ELEMENTARY

TO EX PLC-RWPS,

NOTE 2

TO EX PLC-RWPS,

NOTE 1

TO EX PLC-RWPS,

NOTE 1

FUEL SYSTEM

COMMON

ALARM

GENERATOR

COMMON

ALARM

CC-020

PP-006

PP-005

PP-004
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1. PROVIDE 2#12, 1#12, AND CONDUCTORS IN A

3/4" CONDUIT UNLESS OTHERWISE INDICATED.

2. FACTORY WIRING PROVIDED BY GENERATOR

SUPPLIER.

3. EXISTING BREAKER AND WIRING.

4. DEMOLISH EXISTING CONDUITS POWERING THE

EXISTING GENERATOR LIGHTING PANEL. MARK

BREAKER AS SPARE. PROVIDE NEW 60A, 3 POLE

BREAKER FOR NEW PANEL LP-RWPS-G1.

D. WEBER

J. JORDAN

E7

ELECTRICAL

SCHEDULES

D. ATKINSON

208/120 VOLTS
LP-RWPS(EXIST)

TYPE: NEMA 12

3 PHASE, 4 WIRE

MAIN BREAKER MOUNT: SURFACE

150 A 3P

MODS DESCRIPTION WIRE TRIP POLE No.

VOLT-AMPERES VOLT-AMPERES

No. POLE TRIP WIRE DESCRIPTION MODS

A B C A B C

- LIGHTS SOUTH NOTE 3. 20 1 1 500 500 2 1 20 NOTE 3. SCREEN HOUSE LIGHTING -

- LIGHTS CENTER NOTE 3. 20 1 3 500 500 4 1 20 NOTE 3. EX FAN SCREEN HOUSE -

- LIGHTS NORTH NOTE 3. 20 1 5 500 500 6 1 20 NOTE 3. RECEPTACLES -

- SPARE NOTE 3. 20 1 7 0

1,500

8 1 20 NOTE 3. NW RECEPTACLE AND AC -

- OUTDOOR LIGHTING NOTE 3. 20 1 9 900 100 10 1 20 NOTE 3. DIALER -

- SCREEN ROOM LIGHTING NOTE 3. 20 1 11 300 100 12 1 20 NOTE 3. TANK MONITOR -

- SCREEN ROOM LIGHTING NOTE 3. 20 1 13 300 100 14

2

20

NOTE 3. RIVER LIGHTS

-

- POT PERM LIGHTING NOTE 3. 20 1 15 200 100 16 20 -

- CHEM ROOM LIGHTING NOTE 3. 20 1 17 300 - 18

2 20

SPARE (NOTE 4.)

-

- OUTDOOR LIGHTING NOTE 3. 20 1 19 800 - 20 -

- RWPS-CP NOTE 3. 20 1 21

1,200 1,700

22

3 20 NOTE 3. SCREEN HOUSE HEATER

-

-

LIGHTING PANEL

LP-RWPS-G1

NOTE 4.

P-002

60 3

23

4,000 1,700

24 -

- 25

4,000 1,700

26

- 27

4,000 1,200

28

2 15 NOTE 3. RWPS-ACCU-1

-

-

RWPS-EUH-3 NOTE 3. 20 2

29

1,500 1,200

30 -

- 31

1,500

700 32

2 15 NOTE 3. RWPS AC-1

-

-

RWPS-EUH-4 NOTE 3. 20 2

33

1,500

700 34 -

- 35

1,500

- 36 1 20 NOTE 3. RECEPTACLES -

-

RWPS-EUH-5 NOTE 3. 20 2

37

1,500

- 38 1 20 NOTE 3. RECEPTACLES -

- 39

1,500

- 40 1 20 NOTE 3. RECEPTACLES -

- RWPS-EF-2 NOTE 3. 20 1 41 300 - 42 1 20 NOTE 3. SPARE -

TOTAL

8,600 9,800 8,400 4,500 4,300 3,500

TOTAL

PHASE TOTAL

TOTAL LOAD (VA)

13,100 14,100 11,900 39,100

TOTAL LOAD (A)
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MODIFICATION (MODS) LEGEND:

NOTES:

GFCI - GROUND FAULT CIRCUIT INTERRUPTER

22K AIC

LOD - LOCK-ON DEVICE

100kA SPD

LFD - LOCK-OFF DEVICE

CIRCUIT NO. SIZE FROM TO CONDUCTORS REMARKS

P-001A 4" GENERATOR EXISTING AUTOMATIC TRANSFER SWITCH

PP-001A GENERATOR EXISTING AUTOMATIC TRANSFER SWITCH

3-500 KCMIL, 500 KCMIL GND

P-001B 4" GENERATOR EXISTING AUTOMATIC TRANSFER SWITCH

PP-001B GENERATOR EXISTING AUTOMATIC TRANSFER SWITCH

3-500 KCMIL, 500 KCMIL GND

P-001C 4" GENERATOR EXISTING AUTOMATIC TRANSFER SWITCH

PP-001C GENERATOR EXISTING AUTOMATIC TRANSFER SWITCH

3-500 KCMIL, 500 KCMIL GND

P-001D 4" GENERATOR EXISTING AUTOMATIC TRANSFER SWITCH

PP-001D GENERATOR EXISTING AUTOMATIC TRANSFER SWITCH

3-500 KCMIL, 500 KCMIL GND

P-001E 4" GENERATOR EXISTING AUTOMATIC TRANSFER SWITCH

PP-001E GENERATOR EXISTING AUTOMATIC TRANSFER SWITCH

3-500 KCMIL, 500 KCMIL GND

P-001F 4" GENERATOR EXISTING AUTOMATIC TRANSFER SWITCH

PP-001F GENERATOR EXISTING AUTOMATIC TRANSFER SWITCH SPARE

P-002 2" GENERATOR LP-RWPS-G1 EXISTING PANEL LP-RWPS

PP-002 GENERATOR LP-RWPS-G1 EXISTING PANEL LP-RWPS

4-#6, #8 GND

P-003 PP-003 NOT USED

P-004

3/4"

PANEL LP-RWPS-G1 DAY TANK CONTROL PANEL

PP-004 PANEL LP-RWPS-G1 DAY TANK CONTROL PANEL

2#12, 1#12 GND

P-005 1" PANEL LP-RWPS-G1

FUEL TRANSFER PUMP SKID (JB-FT2)

PP-005 PANEL LP-RWPS-G1

FUEL LEAK/LEVEL MONITORING PANEL
2#12, 1#12 GND

PP-006 PANEL LP-RWPS-G1 FUEL OIL TRNSFR PUMP CONTROL PANEL

3#12, 1#12 GND

PP-009 PANEL LP-RWPS-G1 UNIT HEATER UH-1

2#12, 1#12 GND

PP-0010 PANEL LP-RWPS-G1 UNIT HEATER UH-2

2#12, 1#12 GND

P-007

3/4"

EX. PANEL LP-RWPS GEN. REMOTE ALARM PANEL

PP-007 EX. PANEL LP-RWPS GEN. REMOTE ALARM PANEL

2#12, 1#12 GND

P-009

3/4"

JB-FT2 UNIT HEATER UH-1 VIA DSW-UH1

PP-009 PANEL LP-RWPS-G1 UNIT HEATER UH-1

2#12, 1#12 GND

P-010

3/4"

JB-FT2 UNIT HEATER UH-2 VIA DSW-UH1

PP-010 PANEL LP-RWPS-G1 UNIT HEATER UH-2

2#12, 1#12 GND

CONDUIT NO. CIRCUIT NO. SIZE FROM TO CONDUCTORS REMARKS

C-001 2" DIESEL FUEL STORAGE TANK FUEL OIL TRANSFER PUMP SKID

CC-001 DIESEL FUEL STORAGE TANK FUEL OIL TRANSFER PUMP SKID

2 #16TSP, 1#14 GND

C-002

3/4"

DAY TANK LEVEL TRANSMITTER LT-901 DAY TANK CONTROL PANEL

CC-002 DAY TANK LEVEL TRANSMITTER LT-901 DAY TANK CONTROL PANEL

1 #16TSP, 1#14 GND

C-003

3/4"

DAY TANK LEVEL TRANSMITTER LIT-902 DAY TANK CONTROL PANEL

CC-003 DAY TANK LEVEL TRANSMITTER LIT-902 DAY TANK CONTROL PANEL

1 #16TSP, 1#14 GND

C-004

3/4"

DAY TANK LEVEL PROBE LSL-902 DAY TANK CONTROL PANEL

CC-004 DAY TANK LEVEL PROBE LSL-902 DAY TANK CONTROL PANEL

2#14, 1#14 GND

C-005

3/4"

DAY TANK LEVEL PROBE LSH-902 DAY TANK CONTROL PANEL

CC-005 DAY TANK LEVEL PROBE LSH-902 DAY TANK CONTROL PANEL

2#14, 1#14 GND

C-006

3/4"

DAY TANK CONTROL PANEL JUNCTION BOX JB-G1

CC-006 DAY TANK CONTROL PANEL FUEL OIL TRANSFER PUMP SKID CAT 6

REMOTE I/O CONNECTION

C-007 2" JUNCTION BOX JB-G1 FUEL OIL TRANSFER PUMP SKID

CC-006 DAY TANK CONTROL PANEL FUEL OIL TRANSFER PUMP SKID CAT 6

C-008 2" FUEL OIL TRANSFER PUMP SKID JUNCTION BOX JB-G1

CC-008 FUEL OIL TRANSFER PUMP SKID CONTROL PANEL PLC-RWPS

8#14, 1#14 GND

C-009 2" JUNCTION BOX JB-G1 JUNCTION BOX JB-RW1

CC-008 FUEL OIL TRANSFER PUMP SKID CONTROL PANEL PLC-RWPS

8#14, 1#14 GND

C-010 1" CONTROL PANEL PLC-RWPS CONTROL PANEL PLC-RWPS

CC-008 FUEL OIL TRANSFER PUMP SKID CONTROL PANEL PLC-RWPS

8#14, 1#14 GND

C-011 2" FUEL OIL TRANSFER PUMP SKID JUNCTION BOX JB-G1

CC-011 FUEL OIL TRANSFER PUMP SKID GENERATOR CONTROL PANEL

2#14,2#14 SP, 1#14 GND

FUEL SYSTEM

COMMON ALARM

C-012

3/4"

JUNCTION BOX JB-G1 GENERATOR CONTROL PANEL

CC-011 FUEL OIL TRANSFER PUMP SKID GENERATOR CONTROL PANEL

2#14,2#14 SP, 1#14 GND

C-013

3/4"

E-STOP PUSHBUTTON GENERATOR CONTROL PANEL

CC-013 E-STOP PUSHBUTTON GENERATOR CONTROL PANEL

2#14,2#14 SP, 1#14 GND

C-014

3/4"

GENERATOR CONTROL PANEL JUNCTION BOX JB-G1

CC-014 GENERATOR CONTROL PANEL GENERATOR REMOTE ALARM PANEL DATA CABLE PER MFG

C-015 2" JUNCTION BOX JB-G1 JUNCTION BOX JB-RW1

CC-014 GENERATOR CONTROL PANEL GENERATOR REMOTE ALARM PANEL DATA CABLE PER MFG

C-016

3/4"

JUNCTION BOX JB-RW1 GENERATOR REMOTE ALARM PANEL

CC-014 GENERATOR CONTROL PANEL GENERATOR REMOTE ALARM PANEL DATA CABLE PER MFG

C-017

3/4"

GENERATOR CONTROL PANEL JUNCTION BOX JB-G1

CC-017 GENERATOR CONTROL PANEL

(EXIST.) AUTOMATIC TRANSFER SWITCH-ATS 2#14,2#14 SP, 1#14 GND

GENERATOR RUN SIGNAL

C-018 JUNCTION BOX JB-G1 JUNCTION BOX JB-RW1

CC-017 GENERATOR CONTROL PANEL

(EXIST.) AUTOMATIC TRANSFER SWITCH-ATS 2#14,2#14 SP, 1#14 GND

C-019 JUNCTION BOX JB-RW1

(EXIST.) AUTOMATIC TRANSFER SWITCH-ATS

CC-017 GENERATOR CONTROL PANEL

(EXIST.) AUTOMATIC TRANSFER SWITCH-ATS 2#14,2#14 SP, 1#14 GND

C-020 GENERATOR REMOTE ALARM PANEL CONTROL PANEL PLC-RWPS

CC-020

3/4"

GENERATOR REMOTE ALARM PANEL CONTROL PANEL PLC-RWPS

8#14, 1#14 GND

208/120 VOLTS
LP-RWPS-G1 TYPE: NEMA 12

3 PHASE, 4 WIRE

MAIN BREAKER MOUNT: SURFACE

 60A 3P

MODS DESCRIPTION WIRE TRIP POLE No.

VOLT-AMPERES VOLT-AMPERES

No. POLE TRIP WIRE DESCRIPTION MODS

A B C A B C

-

ENGINE BLOCK HEATER NO.1 NOTE 2. 20 3

1

1,500

200 2 1 20 NOTE 2. GEN CONTROL PANEL HEATER -

- 3

1,500 1,500

4 1 20

NOTE 2. ENGINE BLOCK HEATER NO. 2

-

- 5

1,500 1,500

6 1 20 -

-

FUEL OIL PUMP CP

(1 HP)

PP-006 20 3

7 600

1,500

8 1 20 -

- 9 600 500 10 1 20 NOTE 2. LIGHTING -

- 11 600 360 12 1 20 NOTE 2. RECEPTACLES GFCI

- DAY TANK CONTROL PNL PP-004 20 1 13 250 250 14 1 20 PP-005

FUEL/LEAK MONITORING PANEL

-

- BATTERY CHARGER NOTE 2. 20 1 15 -

1,500

16 1 20 PP-010 UNIT HEATER UH-2 -

- UNI T HEATER UH-1 PP-009 20 1 17

1,500

- 18 1 20 SPARE -

- SPARE 20 1 19 - - 20 1 20 SPARE -

- SPARE 20 1 21 - - 22 1 20 SPARE -

- SPARE 20 1 23 - - 24 1 20 SPARE -

- SPARE 20 1 25 - - 26 1 30 SPARE

- SPARE 20 1 27 - - 28 1 20 SPARE -

- SPARE 20 1 29 - - 30 1 20 SPARE -

- SPARE 20 1 31 - - 32 1 20 SPARE -

- SPARE 20 1 33 - - 34 1 20 SPARE -

- SPARE 20 1 35 - - 36 1 20 SPARE -

- SPARE 20 1 37 - - 38 1 20 SPARE -

- SPARE 20 1 39 - - 40 1 20 SPARE -

- SPARE 20 1 41 - - 42 1 20 SPARE -

TOTAL

2,350 2,100 3,600 1,950 3,500 1,860

TOTAL

PHASE TOTAL

TOTAL LOAD (VA)

4,300 5,600 5,460 15,360

TOTAL LOAD (A)

43

MODIFICATION (MODS) LEGEND:

NOTES:

GFCI - GROUND FAULT CIRCUIT INTERRUPTER

22K AIC

LOD - LOCK-ON DEVICE

100kA SPD

LFD - LOCK-OFF DEVICE


