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Q1. In the Pennsylvania Ave drawings group, there is a Struct dwg “S1-P - Electrical 

Bldg Plan and Section”, but there is no S1-C for the foundation in the Conway 
dwgs. Please provide the missing Conway Struct dwg. 

A1. Please see new information provided in Addendum #1. 
 

Q2. Reference 01525 1.03.A.2 What is the total discharge distance – from 
the existing sanitary sewers to the force main outfall structure? 

A2:  
a. Conway: Distance is approx. 600 feet, value to be field verified by contactor. 
b. Pennsylvania: Distance is approx. 1,700 feet, value to be field verified by 

contactor. 
c. Please note that these are straight distances taken off of the utilities maps 

available on an online ArcGIS platform for the City of Winchester and for 
Frederick County, they are not surveyed distances nor do they take into 
account any obstacles that need to be routed around. 

 
Q3. What is the change in elevation from suction point to discharge point? 
A3.  

a. Conway: Suction elevation is approx. 668 and discharge elevation is 
approx. 702 (grade elv at discharge manhole), value to be field verified by 
contactor.  

b. Pennsylvania Suction elevation is approx. 710 and discharge elevation is 
approx. 758 (grade elv at discharge manhole), value to be field verified by 
contactor. 

 
Q4. Note 3 on sheet A1-P states to provide the doors as specified, but there does 

not seem to be a section for the specifications for the openings. 
A4. Door sizing and location notes and callouts  are provided on A1-P and A1-C, 

Section 03452-2.01.F Hollow Metal Door provides detailed specification. 
 

Q5. The roof structure is shown on sheet A1-P, however it does not state what the 
roof material is, nor does it state the pitch of the roof. 

A5. The prefabricated roof and wall system shall be the EASI-SET precast building 
as manufactured by Smith-Midland Corporation in Midland, VA or approved 
equal per Section 03452-2.01-I. Roof design and sloping shall be per Section 
03452-2.01-E.  As a note, the slope of the roof is indicated in the A1 drawings in 
the top right elevation. 

 
  



Q6. HVAC drawings are referenced on multiple sheets, but there doesn’t seem to be 
any in the files.  Please provide HVAC drawings. 

A6. Sheet H1 provides HVAC notes and schedules for the projects. Equipment is 
shown on A1-P, E3-P, A1-C and E3-C. 

 
Q7. Conway drawing A1-C says see structural drawing , there is none provided. 

There is a structural drawing for Pennsylvania Ave on sheet S1-P but none for 
Conway. Please advise structural requirements for Conway. 

A7. See Addendum No.01 for structural clarifications. 
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